COMMISSION MEETING MINUTES
Indiana Fire Prevention and
Building Safety Commission
Government Center South
302 W. Washington Street
Indianapolis, Indiana 46204
Conference Center Room B &

September 1, 2015457

Safety ommission’ s regular
September 1, 2015.

Pursuant to IC 22-12-2-6, the Indiana Fire Prevention and Bu
monthly meeting was opened by Chairman Hawkins at 9:00 a.m.%

(a) Commissioners pr ommission meeting:

Ron Brown :
Gregory Furnish
Kevin Goeden, representin

: partment of Labor
John Hawkins, Chairman

Commissioner, Department of Health

artmental and support staff were present during the meeting:

The followir

al and Code Services

ela Walters, Staff Counsel

Yecilia Ernstes-Boxell, Code Specialist
enise Fitzpatrick, Code Specialist

Beth Sutor, Secretary

James Schmidt, Deputy Attorney General



2. Old Business

Chairman Hawkins called for any corrections or a motion for approval for the A
minutes. Commissioner Mitchell moved to approve, with the second by Commiss
It was voted upon and carried.

3. Variances

Chairman Hawkins introduced the amended format of the ageng
attempt to make it easier for those attending the meeting to fd
variances would be heard first, with “A/B” category next, thi
and that the incomplete applications would be last.

”, the new category called “L”

Tabled Variances

15-06-35 Studio 321 Performance Seating, Evansville

Mitchell moved to

The proponent had requesig
' and carried.

d once again. Commiss
table, with the second

15-07-07 Hill’s Market, Ft. Wayne

Hayes spoke as proponent. Two storage tanks were going into propane service,
ng been used for ammonia service. The tanks were too close to comply with
quirements for propane service per NFPA 58, lacking two additional feet. Following



discussion, Commissioner Brown moved to approve, with the second by Commi smner
Hoch. It was voted upon and carried. '

15-08-17 Lincoln Industries Warehouse Addition, Boonville

kitchen currently has
ercial grade with hoods in
oved to approve, with the

residential-type appliances, though they do plan to ins
the future. Following discussion, Commissioner Von De
second by Commissioner Mitchell. It was voted upon and ca

Contmissioner Brown requested a separate vote for 15-09-19 McDonalds Shelbyville ACI 11020,



Shelbyville, 15-09-54(d) Tilfert Lake School, Shipshewana, and 15-09-55(d) Pheasan Trall
School, Topeka. Commissioner Mitchell moved to approve, with the second by Compaiss

Von Deylen. It was voted upon and carried, with one nay vote. Commissioner Mitchell,
to approve the remaining “A” and “B” variances, with the second by Commissio
It was voted upon and carried.

The following variances were approved as submitted:

(D 15-09-04 Proposed Offices for Louis Schlesz, Indi
2) 15-09-05 Culver Hegelar-Argonne, Culver
3) 15-09-06 Beachfront Pavilion, Chesterton
4) 15-09-07 IMS Grandstands Renovations,
(5) 15-09-08 Window Egress, Bloomington
©) 15-09-09 St. Vincent House, Indianap .
@) 15-09-10(a)(b) American Red Cross, Indianapolis
(®) 15-09-11 IPL Arlington Avenue Facility Door SeCug
©) 15-09-12 IPL Electric Building Door Security, Indiartag
(10) 15-09-13
(11) 15-09-14 IPL Morris Stg
(12) 15-09-16 IPL Eagle
(13) 15-09-17(a)(c) Subaru
(14)  15-09-46 INDO 5 00 C1, Logansport
(15)  15-09-48(a)(b) Taylor Universi '
(16)  15-09-49(a)(b) 500 Park Residences:
(17)  15-09- 53(a)(b) D&L Metal, LaGrary,
(18)
(19)
(20)
21 ichi ical BCsearch Center, Chesterton

4 “The proponent had not yet arrived to present the variance. It was moved to later on the
< agenda.



@4)

25)

‘travel distance to exceed the code compliant

15-09-17(b)(d)(e)(f) Subaru of Indiana Automotive Warehouse 11, Lafayette

Christina Collester, RTM Consultants, spoke as proponent. Also present wa
Lafayette Fire Department. The request in (d) was to allow the roof insulati
thick to match the existing roof instead of the required 4 inches. Co

warehouse addition. The five to six employees, forklifts drivers, wil{
the existing facility which serve the neighboring war
Commissioner Brown moved to approve, with the second
voted upon and carried. Variance (b) was to allow st
not comply with code. The amendments deleted
power supplies. Commissioner Von Deylen
Commissioner Jordan. It was voted upon and

ssion, Commissioner
Hoch moved to approve, with the second by Co 1. It was voted upon

and carried.

: e request was to be
allowed to allow the setond ex , jen to go through an intervening room
being used as a pantry area / wi :

warehouse area would have stripes\onél e the exit pathway. He noted that
g through a warehouse. Following discussion with
plis, Commissioner Von Deylen moved to approve
' ile use, with the second by Commissioner

arie Gauch, CEO for New Horizons, spoke as proponent. The request was to omit a fire
suppression system in a house in Lawrenceburg which will be used as a home designed for



(28)

disabled persons in Wheelchalrs with 24/7 supervision. Following disc ssmn
Commissioner Von Deylen moved to table to allow the proponent to explore
Commissioner Brown made the second. It was voted upon and carried.

15-09-21 Circa 2, Indianapolis

the second. It was voted upon and carried.

Breaking and reconvening. Chairman Hawkins re€gssed th i at 10:12 am. It was

called back to order at 10:26 a.m.

29)

Ralph Gerdes, Ralph , : &€ code now requires 18
inches clear space on the doo 'nto a unit on the latch side of
the entry. The Fair Housing act e the carance, and the request is to
omit the inside clear space. Tho ered. Following discussion,
Commissioner Von Deylen moved

Juring the rebuild of fire damage in the owner’s home, an existing concrete stair
ement was found to have a non-compliant egress pathway width at the top of the
Istair landing, and a riser at the top of the stair which did not follow the rise and
wing a lengthy discussion, Commissioner Richard moved to approve with the
n that the owner provide 32 inches clearance at the basement opening.
issioner Von Deylen made the second. It was voted upon and carried with one nay.



(32)  15-09-25 The Rathskeller, Indianapolis

Melissa Tupper, RTM Consultants, spoke as proponent. The request is to
hood over an existing commercial stove used to warm soup and cook pasta {
years without citation. The building is sprinklered and has a fire
discussion, Commissioner Jordan moved to approve, with the second
Hoch. It was voted upon and carried.

(33)  15-09-26 Emanuel Lutheran Church Admin Addition, Ney

equest was to omit a Typel hood,
ve in the church addition. Followingg
exsecond by Commissioner

Ed Rensink, RTM Consultants, spoke as proponent
requested by the local fire official, over a domest
discussion, Commissioner Richard moved to ap
Scheurich.

(32) 15-09-27 Care Source Tenant Finish, Indianapolis

not maintain the
ered tenant finish.
e, with the second by

ke as proponent. The reque
by vestibule in this s

Ed Rensink, RTM Consult
13% floor existing fire-rate

(33) lowship Half, Dillsboro
nt. Also present was Pastor Patrick Lanman,
er, and Jeff Pervis, water company. An

a well over 250 feet deep or they would have to
sntion pond for fire department use. The appliances are
here is a mechamoal mezzanine which will not be open to the public.
gussion, Commissioner Von Deylen moved to approve with the condition
hoccupancy of 299 be posted a supervised fire alarm system with horns

upper, RTM Consultants, spoke as proponent. A barn, a Class 2 structure, is to
erted for use as a wedding chapel, a Class 1 structure. Variance (a) was to allow
se of a Chapter 34 evaluation, with a structural evaluation, in the conversion of the
arn to a wedding chapel. Following discussion, Commissioner Brown moved to approve,
with the second by Commissioner Von Deylen. It was voted upon and carried. Variance



(33)

(36)

G7)

(b) is to allow a Chapter 34 score of five for the HVAC system without separate sy stems
for each level. Dampers were to be placed at floor penetrations. Following d
Commissioner Brown moved to approve, with the second by Commissioner }
It was voted upon and carried. >

15-09-30(a)(b) Porter Lakes Elementary School, Hebron

Melissa Tupper, RTM Consultants, spoke as proponent
sprlnkler system in the administration office and Vestlbu
is not spnnklered A corridor smoke detection system vuil
unable to give the cost of the sprinkler system, the pufje
in the request to omit sprinklers. Commissioner
(b) to allow the proponent to get the requested jud
the second. It was voted upon and carried. €

4 , it sprinklers due
to an inadequate water sup; 800 ki i ildi a serving counter.

{ , Commissioner Von
Deylen moved to approve with i v
fire barrier is to be a 2-hour fire Wall. gsioner Hay de the second. It was voted
upon and carried with one nay. ' '

ponent. The request was to allow fire glazing
be ceramic glass. Commissioner Mitchell moved
sioner Von Deylen. It was voted upon and carried.

the pool for showers, but a dressing area and toilet facilities will be provided.
discussion, Commissioner Hoch moved to approve with the second by
oner Von Deylen. It was voted upon and carried. Variance (b) was to omit a
ediately by the pool. There will be a 6 foot fence landscape barrier in the patio/
d area, and three sides of the complex will act as barriers as well. There will be no
ground equipment. Following discussion, Commissioner Hoch moved to table, with
e second by Commissioner Brown. It was voted upon and carried.



(39) 15-09-35 56 Adams Street Brew House, Evansville

Ed Rensink, RTM Consultants, spoke as proponent. This is a renovation of a tof
and a second means of egress is required. The request is to be allowed to u
12 ¢ long run between the Brew House and the neighboring building to acgi
The proponent stated they would pave or use compacted gravel for thef

discussion, Commissioner Von Deylen moved to approve with thed
paved surface from the rear exit to the public way be provided.
made the second. It was voted upon and carried.

(40) 15-09-36 St. Meinrad Monastery Renovations, St.

aking was Tom Blythe,
Hafer Associates. An existing infirmary, Ty vill have an addition of
Type IIB construction, requiring a 4-hour fire wall.

fire wall and install a 13R system in the infirma “

residential area. Following
ondition that a 13R system

(41)

marked on the inside to keep the area clear of
| the most part, on the roof of the building, with
ialves to leak. The outside of the freezer is part of the
ilding. The rest of the building has a dry pipe sprinkler system with a 3-
o separate it, and close space sprinklers at the doors. Margie Bovard,
epartment, also spoke and opposed the variance. Following discussion,
d to approve with the knockout panel doors are to be clearly
ordan made the second. It was voted upon and carried with one
{was a request for a travel distance of 440 feet in the unsprinklered
. The workers are on forklifts, and spend a minimal amount of time inside the
reezer area. Variance (c) was a request to exceed the allowable area. Following
, Commissioner von Deylen moved to approve, with the second by
gisSioner Hoch. It was voted upon and carried. Further discussion of safety concerns
nkler issues led the members of the Commission to decide to rescind the variances
ady approved and table the variances for further information from the proponent.
ommissioner Hoch moved to rescind variance (d) with the second by Commissioner Von
Deylen. It was voted upon and carried. Commissioner Von Deylen then moved to rescind

outside




variance (b) with the second by Commissioner Hoch. It was voted upon and carried.
Commissioner Scheurich moved to table all the variances, with the s
Commissioner Von Deylen. It was voted upon and carried.

(42)  15-09-61 AI Campus Bunkhouse, Marshall
The proponent had requested the application be tabled. Commiss
table, with the second by Commissioner Von Deylen. It was,

(43)  15-09-62 Rocket 88 Doughnuts, Indianapolis
No proponent was available for questions, th

Chairman Hawkins moved his application to

Breaking and reconvening. Chairman Hawkins recessed the ission at 11:57a.m. It was

called back to order at 1:05 p.m.

Late Variances

The following variance applications wey
not have adequate time to review or v
staff is not able to ensure the accuracy

ification. Agency staff did
T sections. Therefore, agency

oponent. Variance (b) was a request to allow an existing catwalk and stair to be
bished and made to comply with current code for all but the width. This is a second
means of egress for floors two through four of the tower building and floors two and three
of the hotel building. Both buildings are sprinklered. Following discussion, Commissioner

10



Von Deylen moved to approve (b), with the second by Commissioner Mitchell. It was
voted upon and carried.

(46)  15-09-40 Central Library Ohio Twp. Public Library, Newburgh

Christina Collester, RTM Consultants, spoke as proponent. De
installed as a design feature, but have been cited as an obstruction t04
The spacing of the sprinkler was designed to allow for sp
area beneath the trees. Following discussion, Commiss
with the second by Commissioner Von Deylen. It was_

(47)  15-09-41 Jenkins and Nanovic Halls, Notre Dz

request is to allow the separation between exits in the s not comply with code, but to
comply with the intent of the code. The administrative wi the waiting wing will each

Additional smoke detectors willshe i the suite, and in
the corridors outside t R b flowing discussion,

Commissioner Von De ; i gCommissioner Hoch. It

At this point, Chairman Hawkins asked Craigd ¥He introduced him to the audience
i ie Robison who had retired in May. He also stated
eetings, and felt he would do a great job as head

r, RTM Consultants, spoke as proponent. The building had been a brewery,
nverted to a hotel/spa. The request in variance (a) was to allow the
i the second floor to exceed the allowed distance. The corridor is
he building was to be protected by an NFPA 13 sprinkler system,
etection systems. The proponent stated that the sprinkler system

et. The building is sprinklered throughout. Following discussion, Commissioner
moved to approve, with the second by Commissioner Brown. It was voted upon and
rried. Variance (c) was to allow the existing stair to have a clear width of 40 inches
instead of 44 inches as required by code. The combined occupant load of the hotel and

11



(49)

(50)

tower building served by the stair exceeds 49. Following discussion, Commissioner Hoch
moved to approve, with the second by Commissioner Brown. It was voted
carried.

15-09-43 Holy Family Episcopal Church Addition & Renovation, Fi

Ed Rensink, RTM Consultants, spoke as proponent. The proponent .
actually an A-3 occupancy, not an A-2 as hsted in the appl'

school will require the
temporary exits during

dhe request was to allow
7ill be provided, the fire alarm
systems will remain fully operatigh the building, and fire drills
will be conducted to familiariz j the temporary egress plan.
Following discussion, Commission: prove with the condition that the

, 2016. Commissioner Hoch made the second. It was

al fire alarm pulls. The kitchen is being removed, and all food service will be
he third floor will be a bridal prep area. Ramps will provide accessibility into the
ariance (b) was a request for 0 points for vertical openings Variance (c) was to
11.5 points for the sprinkler system. Brian Lott, Fishers Fire Department, was
gemt and did not object to the variances. Following discussion, Commissioner Brown
ved to approve variances (a), (b), and (c) with the conditions that the 13D system be
ispected per NFPA 25 once a year, that drywall be installed on the ceiling of the basement,

12




and that a score of 0 on the vertical openings and 11.5 for sprinklers be granted.
Commissioner Richard made the second. It was voted upon and carried.

(52) 15-09-47 Towne Place Suites by Marriott, Indianapolis

moved to approve, with the second by Commissionét

cheurich. It was voted upon and
carried, with one nay. £

(53)  15-09-50 Pizza Hut, Paoli

space constraints.
with the second by

(54)

ove lines and upgrade mains would be cost-
apartment shall have a fire alarm and-a fire stop
stove. Per a request from Plan Review, the stairwells would be enclosed.
ssion, Commissioner Hoch moved to approve, with the second by
eurich. It was voted upon and carried with two nay.

ole Ba, Indianapolis

L 0ng and Marcus Krouch, A-1 Expediters, spoke as proponents. A pole barn was
) for equipment storage. The request is to allow the building to not comply with

a fire hydrant within 400 feet of the building. The barn has metal walls and roof, no
[, no water, and no employees are stationed inside. It is used to house equipment for the
cking firm and provide shelter when doing minor repairs during inclement weather.

13



(56)

(7

Approved by Chairman Hawkms f
not able to ensure the accur (

(58)

There is overhead lighting. Following discussion, Commissioner Von Deylen moved to
approve, with the second by Commissioner Hoch. It was voted upon and carried

15-09-56 Enclosed Covered Structure, Indianapolis

Chase Cooper and Joan Gardner, S&B Construction, spoke as prop

to be allowed to not fully comply with the requirement that aldpoi
be within 400 feet of a fire hydrant. The front of the buil
back within 510 feet. Commissioner Brown moved
Commissioner Scheurich. It was voted upon and cazfi

15-09-62 Rocket 88 Doughnuts, Indianapolig

No proponent came forward for questions. Commission itchell moved to table, with

the second by Commissioner Von Deylen. It was voted u

e as proponent. The variance application had been
nent then changed the application, and was then
gements. The event owner will be parking
will be used to create his haunted house.
ined in the Asylum’s safety procedures and
smoke detectors, and fire extmgmshers Jeff Dean

14



(59)

(60)

(61)

16262 TNT Fireworks Distribution Center, Gas City

Carrie Ballinger, RTM Consultants, spoke as proponent. The request was to all
air canopy for the dock between buildings to not comply with separation di
resistance rating required by code. The buildings will be protectedt
sprinklers, as will the structurally independent canopy. Fol
Commissioner Von Deylen moved to approve, with the second by &
was voted upon and carried.

Ed Rensink, RTM Consultants, spoke as propo

within twelve feet of the building. The pits willébe ardscape and will burn gas
and no wood or other materials. FollowingfdisC i8sioner Hoch moved to
approve, with the second by Commissioner Von D ated upon and carried
Variance (b) was to allow the building to exceed allow: ea. A 2-hour fire barrier will

be provided to separate the new tenant space from the remamder of the bu11d1ng Following

Ed Rensink, RTM Consultants, spok&ds proponent. AB-story, unenclosed exit access stair
\Lesidence wings. A draft curtain with close-spaced
& two floor openings for each stair, and a corridor
ghout the building. Following discussion,
e, with the second by Commissioner Brown.

from th¢ &djacent bar to comply with fixture count. Both facilities are owned by the same
person, fliereby complying with code requirements. Following discussion, Commissioner
Von Deylen moved no variance required, with the second by Commissioner Hoch. It was
voted 4pon and carried. '

15



(63) 16298 Indiana Tree Service Storage Building, Indianapolis

skinned building to protect his equipment. There is no heat or water
assigned to the building. Lights are provided. Following discussio
- moved to approve with the condition that a fire access road be constrg
of any point of the building. Comm1ss1oner Hoch made the sggg
carried.

(64) 16301 Historic Meridian Park Shelter, India

Tim Callas, J&T Consulting, and Jon Bennett, JT D¢
shelter was being constructed in a neighborhood gree

as proponents. A park
Code Enforcement wanted
was to delete the plumbing
be able to use
pprove, with the

(65)

ove, with the second by Commissioner Hoch. It
(b) was to 0m1t the drain pans for apartment air

carried. Variance (d) was a request to allow the fire pump to be located in the
as the incoming domestic water lines. This is prohibited by code. Following
, Commissoner Mitchell moved to approve, with the second by Commissioner
en. It was voted upon and carried.

16



(66)

(67)

(68)

16303 The Tap, Indianapolis

Ed Rensink, RTM Consultants, with Jeremy Myers and Nathan Finney, own

the apartments on the second floor. The owners were due to opeué
Following a lengthy discussion of possible solutions, Commissiogéi
to approve a 45-day variance to allow the owners to provide a solution
to open, with the understanding they were to return and have,

Scott Perez, Arxtheon Consulting, spoke as proponent al budlding official had cited
the facility for not complying with the 30”x30” mainte ‘area required for mechanical
equipment in attics. The trusses are 24 inches on center, m3 compliance difficult. The
contractor had built platforms in the attlc to prov1de maintel d the request
was to allow this solution. THE ippase them. Following
discussion, Commissione to approve, with the seg y Commissioner

(s in the Means of Egress Column and +25 points
floor is changing to a banquet hall, and the second
rage The owners have installed a fire detection system and a monitored
stem. Maximum travel dlstance is 110 feet. Followmg discussion,

Open Society Coffee Bar & Restaurant, Indianapolis

cott Perez, Arxtheon Consulting, spoke as proponent. The request was to allow part of

< the kitchen and refrigerator/freezer storage areas to be located in the basement of the

17



(70)

(71)

restaurant to handle work overflow. The main kitchen is located on the first ﬂoor
Following discussion of accessibility issues, Commissioner Hoch moved to app
the second by Commissioner Von Deylen. It was voted upon and carried.

16311(a)(b) Darrin’s Coffee, Zionsville

Carrie Ballinger, RTM Consultants, spoke as proponent. Thg
to allow one of the two public restrooms to be accesse

existing facility. Josh Frost, Zionsville Fire Departme :
a marked, clear space route was provided. Commiss
the second by Commissioner Hoch. It was voted u
variance (b) be tabled.

fier Jordan moved to approve, with
and carried. The proponent requestedg;

16317(a)(b)(c)(d) Speedway Indoor Karting, Speedway

, spoke as proponent. Va was to allow a
3 They would be using a &g€o window sprinkler
. 1 prove, with the second by
Commissioner Furnis ' ied. _Commissioner Von Deylen

Carrie Ballinger, RTM Co
window in a fire wall by

fully sprinklered, and an outside¥
training for employees. Four exits

and carried. Commissioner Von Deylen
owered go-karts inside the facility. There

sion, Commissioner Hoch moved to approve, with the second by
Brown. It was voted upon and carried. Commissioner Von Deylen

18




Incomplete Variances

The following applications were incomplete at the time of the meeting, and had
assigned a variance number or reviewed. At the discretion of the Chairman, thes
were added to the agenda and heard.

Over thirty days

16090 Georgia Reeses, Indianapolis

ariance applications which had
ut on the agenda whether complete 4
oponent had taken place.
ommissioner Jordan. It

Chairman Hawkins explained that, according to co
been in the system for more than ninety days are to,
or not. This had been filed in June, and no furthg;
Commissioner Von Deylen moved to table, 3
was voted upon and carried.

Late filed, incomplete

B application information. No
was a request to allow the use of
he bedrooms in lieu of hardwired
alled in the bedrooms. Jim Gerstbauer, Monroe
or of the variance. Commissioner Von Deylen
ioner Scheurich. It was voted upon and

proponent appeared to answer qu
battery operated smoke detectors i
detectors.

16151 ed Living, a a

yas withdrawn by the proponent.

, J&T Consulting, spoke as proponent. The building was found to be over area
ction type, and the 3-hour masonry wall does not comply with requirements for

igenssion, Commissioner Brown moved to approve, with the second by Comm1sswner
n Deylen. It was voted upon and carried.

19



16225(a)(b)(c)(d) Code Wing Vertical Expansion, Elkhart

No proponent was present. They had been contacted by Cecilia Ernstes and
the meeting. Commissioner Von Deylen moved to table, with the second b
Furnish. It was voted upon and carried.

16237(a)(b)(c)(d) City Way Phase II Building A, Indianapolis

Ralph Gerdes, Ralph Gerdes Consultants, asked thatdirbe tab Commissioner Von &
Deylen moved to table, with the second by Commj

and carried.

16281 Williamsburg Phase 1, Ft. Wayne

No proponent was present. Commissioner Hoch moved 1
Commissioner Von Deylen. li&#as. voted upon and carried.

16288 McKenney-Harrison

No proponent was present. Comm: ed to table, with the second by

-4 area. There was a concern of overflow of chemicals stored in open-
hould there be sprinkler flow. Commissioner Furnish moved to approve,
{ by Commissoner Von Deylen. It was voted upon and carried.

des, Ralph Gerdes Consultants, spoke as proponent. The steel beams which
shaft are wrapped in gypsum board. Local authorities say the 2-hour supporting

allows shafts to bear on concrete slab supported by unprotected steel. The building

so sprinklered with an NFPA 13 system. Following discussion, Commissioner Von
eylen moved to approve, with the second by Commissioner Snyder. Josh Frost, Zionsville

20

joner Scheurich. It was voted upon g



Fire Department, spoke to the members concerning the steel beams being exposed on either
side of the shaft. Following further discussion, it was voted upon and carried.

At this time, Commissioner Von Deylen leaves the meeting. Commissioners re
Furnish, Mitchell, Richard, Jordan, Scheurich, Goeden, Snyder and Hawkins £

16313(a)(b) Girl Scouts of Central Indiana Headquarters, Indian:

No proponent was present. Commissioner Snyder 4 ed to table, with the second by

Commissioner Furnish. It was voted upon and ca

16108 Second Floor Renovations to Haro Building

at the September meeting w y would provide
the acknowledgements to n no submission to
date. The proponent st

if she could supply a

a wet signature. The proponent t a scanned signature instead

Commissioner Hoch moved to red : iance ed upon a two-week extension
y the signatures. Commissioner
upon and carried.

ster, RTM Consultants, spoke as proponent. The request was to omit
ath the open stairways The stairs are non-combustible and the ceiling

a Collester, RTM Consultants, spoke as proponent. A Type-1 hood system will not
ovided for the new pizza conveyer. The fire official had not acknowledged the
£ variance, but the proponent stated she had spoken with her the previous day. Margie
" Bovard, Indianapolis Fire Department, was present at the meeting. Also addressing the

21




Commission was Jeff Dean, City of Indianapolis, who requested a copy of the submitted

paperwork for the conveyer. Margie Bovard stated she will submit the affi on
Tuesday.

4. Discussion and Commission actions on Petition for Review (Timely fi
noted)

Hampton Inn & Suites
Order — Muncie Fire Departme

Studio 10 Cinemas, Shelb

h the second by

Battle Ground United Methodist Church
Administrative Cause No. DHS-1514-FPBSC-009
N—Final Order of Dismissal

Stewart Furniture Building
Administrative Cause No. 14-16
Notice of Second Non-Final Oder
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concerning the filing of a CDR implied that it may not be a Class One struc

extent, the language appeared in Section 11 and 12 A discussion, which inefs
was held on the implications of a building no longer being a Class One g
vacated. Options open to the Commission were also discussed. Commissionsg ki
to table, with the second by Commissioner Scheurich. It was voted,

Srequest of Chairman
i issions for handling the
R_the briefs was held before

ohn Hakins, Chairman
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